| Freeze-Up Checklist

Frigid Temperatures
Can Freeze Production

Freeze—accompanied by plummeting temperature, fierce wind
andfor heavy snow—can collapse roofs, rupture pipes, flood building
perimeters and bring business to a halt. It can happen anywhere.

In areas where freeze is common, typical freeze incidents result from

change within a facility—not replacing insulation after a repair, or leaving

a window or door open. In regions where freeze occurs infrequently, inadequate
insulation or an open window may result in broken water piping and water
damage, or impaired fire protection sprinkler systems and sprinkler leakage.

In areas such as the Gulf Coast in the United States, or southern parts of

Europe, freeze is usually moderate—or not expected at all. If 1t does oceur,
frigid temperature can break sprinkler systems and other water-filled piping.

It also can interrupt production processes by freezing condensation in instrument
air tubing and preventing instrument signals from being transmitted. In extreme
cases, instrument tubing may rupture or the instruments may be damaged,
resulting in extended periods of business interruption.

Even a minor freeze-up can interrupt production and prove costly,
Planning is the key to prevention, and this checklist helps you identify
measures to take before and during cold weather. Use the extra space

to customize the list for your facility.
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